
 

 
 

 
 

 

 

   

 

G101

G
e
n
e
ra

l

Mountain Home Air Force Base

U.S. AIR FORCE

INDEX TO DRAWINGS

MOUNTAIN

HOME

A.F.B.

95

90

12

95

93

30

15

20

9355

26

89

90

84

84

84

86

15

2

Libby

Coeur d’ Alene

Moscow

Missoula

New Meadows

Boise

Mountain Home

Shoshone

Twin Falls

Pocatello

Idaho Falls

I D A H O

M
O

N
T

A
N

A

UTAHNEVADA

W
A

S
H

IN
G

T
O

N

78

51

VICINITY MAP
NOT TO SCALE

GENERAL NOTE:

D
 M

Y
E

R
S

GENERAL

ARCHITECTURAL

G101

 

A103
 

 

 
 

 

 

 
 

1

3

5

6

7

MECHANICAL

ELECTRICAL

A102

M001

E001

MATERIALS OR EQUIPMENT IDENTIFIED BY BRAND NAME, MANUFACTURER NAME, 

OR MODEL NUMBER IN THE CONTRACT DOCUMENTS ARE INTENDED TO SERVE AS 

THE BASIS OF DESIGN AND ESTABLISH MINIMUM  LEVEL OF QUALITY WITH RESPECT 

TO PROPERTIES, FUNCTION, COMPOSITION, AND OPERATION IN CONSIDERATION OF 

"OR EQUAL" SUBSTITUTIONS.  UNLESS SPECIFICALLY NOTED OTHERWISE, 

ALTERNATIVE "OR EQUAL" PRODUCTS MAY BE SUBMITTED TO THE C.O. FOR REVIEW 

AND APPROVAL WHETHER EXPLICITLY STATED OR NOT.

MOUNTAIN HOME AIR FORCE BASE MAP

PROJECT SITE

BUILDING 2215

2

A101

E002

E101

E102

K
 S

C
H

N
IE

D
E

R

G
 B

U
R

L
E

Y

SURVIVAL-LIFE SUPPORT SHOP
BUILDING 2215

AD101

A2018

A301

ELECTRICAL LEGEND

T001

T101

TELECOMMUNICATIONS

TELECOMM PLAN

E701

A002
  

A401

A802

A001

A601

11

12

4

9

AI101 FIXTURE, FURNITURE, & EQUIPMENT PLAN 

EGRESS PLAN & LIFE SAFETY PLAN

GENERAL NOTES, LEGENDS, & ABBREVIATIONS

ENLARGED PLANS, INTERIOR ELEVATIONS, & DETAILS

M101

M401

M601

ELECTRICAL LEGEND & ABBREVIATIONS

ED101 DEMOLITION PLAN 

E401

E402

E601

DETAILS

DETAILS

SCHEDULES

E702

E703

LIGHTING PLAN

POWER PLAN

FIRE ALARM PLAN

FIRE ALARM MATRIX

FLOOR PLAN

REFLECTED CEILING PLAN

T401 DETAILS

10 A302 SECTIONS & DETAILS

MECHANICAL LEGEND & ABBREVIATIONS

HVAC PLAN 

HVAC DETAILS

HVAC SCHEDULES

M402 HVAC DETAILS

PLUMBING 
P001

P101

P102

P401

FLOOR PLAN 

P103

PLUMBING LEGEND & ABBREVIATIONS

FOUNDATION PLAN 

FIRE PROTECTION PLAN 

PLUMBING DETAILS

(NOT USED)

DEMOLITION FLOOR PLAN

TITLE SHEET, INDEX TO DRAWINGS

FLOOR FINISH PLAN AND WALL TYPES

EXTERIOR ELEVATIONS & DETAILS

A602 DOOR DETAILS13

A801 EXTERIOR DETAILS

DETAILS

T
IT

L
E

 S
H

E
E

T

IN
D

E
X

 T
O

 D
R

A
W

IN
G

S

E003 PARTIAL ONE-LINE DIAGRAM

FIRE ALARM RISER

TELECOMM LEGEND

A603

DOOR SCHEDULE & DETAILS

INTERIOR FINISH AND COLOR LISTS14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

30

31

32

33

34

35

36

37

38

39

40

41

42

01

10 M
ILES

TO M
T. HO

ME

STAT
E HIG

HWA
Y 67

PAISLEY

STREET

LANE

EAST

LODG
EPOL

E

MELL
EN ASPE
N ASPE
N

GUNF
IGHT

ER

SIJAN

AVEN
UE

ST

DRIVE

DRIV
E

LOOP LOOP

VANB
UREN PLAC

E HARRISON

CHES
TNUTPLACE

PLAC
EGRAN

T

HAYE
S

PLAC
E

ARTH
UR

PLAC
E

GARF
IELD

STREET

PLAC
E

HICK
ERYPINO

N

HICK
ERY

STRE
ET

BEEC
H STRE

ET
SAGE

CIRC
LECIRC

LE

PLAC
E CIRCLE

PLACE

POLK PLACE

STRE
ET

PIERCE

PLACE

MELLEN

MAIN
AVEN

UE

P P

P

P

P

ST

ST

ST

ASH ST

STRE
ET

POPL
AR

P

FER  ST.

A

MAPLE COURT

REDWOOD COURT

LINDEN COURT

HOLLY    COURT

P

MELLEN

PP

P

P

P

PER
IME

TER
 ROA

D

PERIM
ETER

 ROA
D

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

XXXXXXXXXXX XXXX

X 

X 

X X X X 

X 

X 

X 

X X X 

X

X

X

X

X

XXXXXX

PP

X

P

XXX

P

P P

P

P

P

P

P

P

XX

XXXXXXX

P

X XXXX XX

PERIMETER FENCE

X X X X X X X X X X X X X X 

X X X X X X X 

E

E

E

E

X 

X

XXXXXXXXX

PERI
METE

R FEN
CE

X

X

X

X

X

X

X

X

X

X

X

X

X

XXXXXXXX XXXXXXX XXX X

DUGAN

4885

X

X

X

X

X

X

XX

X

X

X

XXX

X X 

X 

X 

X 

X 

X 

X 

X X 

X X X X 

PERI
METE

R FEN
CE

X 

X 

X 

X 

X 

X

X

X

X

X

X

X

X

X

X

X

PERI
METE

R FEN
CE

X X 

X X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X

X

X

X

X

X

X 

X 

X 

X 

X

X

X

X

X

X

X

X

XXXXXXXXXXXXX

XX

*

*

*

*

*

*

*

*

*

**

*

*

***

*

* * * *

*

*

*

*

* *

* * *

*

* *

*

* *

* ** *

*

*

*

**

*

* **

*

*

*

**

*

* * *

*

*

*

*

* * * * * * *

*

*

xxxxxxx xxxx

*

*

*

* * *

*

*

* *

*

*

*

*

*

*

* *

*

* ** *

* *

FIGHTER HOT PIT

REFUELING  HYDRANTS 10-12

*

* **

25

* *

*

* *

* *

*

**

* * * * * *

** *

***

*

*

*

*

*

*

* * * *

* *

*

*

*

* * *

*

**

* **

* *

*

*

** * * *

*

*

*

*

*

*

*

* *

**

*

*

*

* * *

*

*

*

*****

*

*

*

* * * * * *

*

X

X

(310
17 &

 310
23)

(310
04)

N.S. 
TAX

IWA
Y 

(STE
RILE

)

TAXIW
AY

"E"
(STE

RILE
)

X

X

*

*

*

*

*** **

*

*

*

*

*

*

X (TRUE BEARING)

* ** *

*

*

*

*

*

*

*

*

**

*** *

** *

* *

*

** *

*

*

*

**

*

*

* *

*

* * * **

*

** * * *

* *

* * ** *

* *

*

*

* *

* *

*

*

* **

** *

*

**

* ***

*

* *** **

* **

*

*

** *

*

* *

*

*

*

* *

**

* **

* *

* *

*

*

*

*

*

*** *

** *

*

* *

X

*

***

* *

*

*

*

7

AVERAGE ANNUALVARIATION 0 

30  SEP 8918 EAST 

N 505555.994E 468447.427EL2989.459F 154

P

A A

AA

A

A

A

A

AA

A

A

A

A

A

TRANSIENTRAMP

R=50’

R=50’

R=50’

R=50’

R=50’

R=50’

*

* * * *

*

*

*

*

*

*

* * ****

WATER TANKINSTALL BASE ELEV.= 3029’X

XXXXX
X

XXX

XXX

X XXXX

X X

               

6

       

94                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                       

    

   

 

800

4000 400800 12001600

SCALE: 1"= 400"

X 
X 

X 
X 

X 
X 

X 
X 

X X X X X 
X 

X 
X 

X 
X 

X 
X 

X 

*

*

CONTRACTING

SECURITY POLICE

CIVIL ENGINEERING

FIRE DEPT

HOSPITAL

ASBESTOS PIT

LAND FILL

MAIN GATE

BASE OPS

WASTEWATER TREATMENT PLANT

D
e
s
ig

n
e
d

 b
y

:

C
h
e
c
k
e
d
 b

y
:

D
ra

w
n
 b

y
:

C
a
d
 F

il
e
:

D
a
te

:

C
H

2
M

 H
IL

L

P
ro

je
c
t 

#
:

S
y

m
b

o
l

A
p
p
ro

v
D

a
te

D
e
s
c
ri

p
ti

o
n

Drawing Number:

A B C D E F G H

1

2

3

4

5

6

COMBAT COMMAND

AIR

DEPARTMENT OF

MOUNTAIN HOME AFB.

THE AIR FORCE

MOUNTAIN HOME

AFB

U.S. AIR FORCE

366 CES/CECD

1030 LIBERATOR ST.

MOUNTAIN HOME AFB, ID

83648-5442

3
2
2
 E

a
s
t 

F
ro

n
t 

S
tr

e
e
t

S
u
it

e
 2

0
0

L
IC

E
N

S
E

D

A
R

C
H

IT
E

C
T

S
T

A
T

E
 O

F
 I

D
A

H
O

K
E

N
N

E
T

H
 W

. 
S

C
H

N
E

ID
E

R

A
R

-9
1
5
5
9
9

 

   

 

 

 
 

 
 

 

Sheet  of 42

G
1
0
1
_
3
6
4
9
7
4
.d

g
n

S
p

e
c
 #

:

P
ro

je
c
t 

#
:

B
o

is
e
 I

d
a
h

o
 8

3
7

0
2

-7
3

5
9

FILENAME: PLOT DATE: PLOT TIME:G101_364974.dgn 3/24/2009 1:08:28 PM

O
R

IG
IN

A
L

 S
IG

N
E

D
 A

N
D

 D
A

T
E

D
 O

N
 

0
3

-2
4

-0
9

 B
Y

 R
E

G
IS

T
R

A
N

T
 S

H
O

W
N

 A
N

D
 

S
T

O
R

E
D

 A
T

 C
H

2
M

 H
IL

L
, 
B

O
IS

E
, 
ID

A
H

O

3
6

4
9

7
4

.A
1

Q
Y

Z
H

0
7

0
0

5
3

S
u
rv

iv
a
l/

L
if

e
 S

u
p
p
o
rt

 S
h
o
p
 B

2
2
1
5
 

BID SET

M
A

R
C

H
 2

3
, 

2
0

0
9

F
A

4
8
9
7
-0

7
-D

-3
0
0
2





 

 
 

 
 

 

 

   

 

03

K
 S

C
H

N
IE

D
E

R

K
 S

C
H

N
IE

D
E

R

A
 R

O
L

L
IN

S

3/16" = 1’-0"

EGRESS AND LIFE SAFETY PLAN
3/16" = 1’-0"

GROUP AREA

CALCULATED

OCCUPANTS

ALLOWABLE AREA

PER OCCUPANT

FIRST FLOOR MEANS OF EGRESS REQUIREMENTS

BUILDING IS FULLY SPRINKLED.

(ORDINARY HAZARD GROUP 2 PER UFC3-600-1.)

MAXIMUM EGRESS TRAVEL DISTANCE -

- 300’

- 250’

KEY NOTES:

EXX

LEGEND

B

F-1

A
rc

h
it

e
c
tu

ra
l

L
IF

E
 S

A
F

T
E

Y
 P

L
A

N

A002

E
G

R
E

S
S

 P
L

A
N

 &

N

B

F-1

MECH

100 GROSS

100 GROSS

300 GROSS

10829 SF

96 SF

81 SF

109

1

1

111RENOVATED FIRST FLOOR OCCUPANT LOAD - 

1

2

3

1

1

1

3

2

1

START POINT

ROUTE OF TRAVEL

PATH OF COMMON TRAVEL

EXIT NUMBER

2-HOUR RATED WALLS AND LID

1

1

1

SEMI-RECESSED FIRE EXTINGUISHER CABINET, 

PROVIDE 10 LB. AMEREX (OR EQUAL) RECHARGABLE

ABC DRY CHEMICAL FIRE EXTINGUISHERS WITH 

MINIMUM RATING OF 4-A:60-B:C.  RE:  3/A601.

2-HOUR FIRE RESISTIVE RATING.

SURFACE MOUNT FIRE EXTINGUISHER CABINET, SEE 

DETAIL 3/A604. PROVIDE 10 LB. AMEREX (OR EQUAL) 

RECHARGABLE ABC DRY CHEMICAL FIRE 

EXTINGUISHERS WITH MINIMUM RATING OF 4-A:60-B:C.

RE:  3/A601.

D
e
s
ig

n
e
d

 b
y

:

C
h
e
c
k
e
d
 b

y
:

D
ra

w
n
 b

y
:

C
a
d
 F

il
e
:

D
a
te

:

C
H

2
M

 H
IL

L

P
ro

je
c
t 

#
:

S
y

m
b

o
l

A
p
p
ro

v
D

a
te

D
e
s
c
ri

p
ti

o
n

Drawing Number:

A B C D E F G H

1

2

3

4

5

6

COMBAT COMMAND

AIR

DEPARTMENT OF

MOUNTAIN HOME AFB.

THE AIR FORCE

MOUNTAIN HOME

AFB

U.S. AIR FORCE

366 CES/CECD

1030 LIBERATOR ST.

MOUNTAIN HOME AFB, ID

83648-5442

3
2
2
 E

a
s
t 

F
ro

n
t 

S
tr

e
e
t

S
u
it

e
 2

0
0

L
IC

E
N

S
E

D

A
R

C
H

IT
E

C
T

S
T

A
T

E
 O

F
 I

D
A

H
O

K
E

N
N

E
T

H
 W

. 
S

C
H

N
E

ID
E

R

A
R

-9
1
5
5
9
9

 
 

 
 

 

 

Sheet  of 42

A
0
0
2
_
3
6
4
9
7
4
.d

g
n

S
p

e
c
 #

:

P
ro

je
c
t 

#
:

B
o

is
e
 I

d
a
h

o
 8

3
7

0
2

-7
3

5
9

FILENAME: PLOT DATE: PLOT TIME:A002_364974.dgn 3/24/2009 1:04:30 PM

O
R

IG
IN

A
L

 S
IG

N
E

D
 A

N
D

 D
A

T
E

D
 O

N
 

0
3

-2
4

-0
9

 B
Y

 R
E

G
IS

T
R

A
N

T
 S

H
O

W
N

 A
N

D
 

S
T

O
R

E
D

 A
T

 C
H

2
M

 H
IL

L
, 
B

O
IS

E
, 
ID

A
H

O

3
6

4
9

7
4

.A
1

Q
Y

Z
H

0
7

0
0

5
3

S
u
rv

iv
a
l/

L
if

e
 S

u
p
p
o
rt

 S
h
o
p
 B

2
2
1
5
 

BID SET

M
A

R
C

H
 2

3
, 

2
0

0
9

F
A

4
8
9
7
-0

7
-D

-3
0
0
2

E1

E2

E3

E1 = 127’-0"

E3 = 140’-0"

E4 = 75’-0"

E4

E3 = 74’-0"

E4 = 33’-0"

E3 = 41’-0"

E4 = 39’-0"

E1 = 63’-0"

E2 = 90’-0"

E1 = 75’-0"

E2 = 76’-0"

E1 = 164’-0"

E4 = 66’-0"

E1 = 243’-0"

E4 = 161’-0"
E1 = 173’-0"

E4 = 92’-0"

E1 = 77’-0"

E2 = 63’-0"

181

1803 SF

96 SF

MUNITIONS

179

TRAINING

SURVIVAL/ LIFE

SUPPORT SHOP

4597 SF

255 SF

EXISTING

OFFICE 3

433 SF

EXISTING

OFFICE 2

240 SF

EXISTING

OFFICE 1

540 SF

CLASSROOM

FLOAT &

BOTTLES

STORAGE

81 SF

1283 SF

180

182 183

137

145146

157

178

1678 SF

PARACHUTE

PACKING

147

E1 = 47’-0"

E2 = 119’-0"

EXISTING

MECHANICAL RM.

181A-1

147-2

147-1

157-2

157-1



S
 R

A
B

E
L

 

A
rc

h
it

e
c
tu

ra
l

AD101
04

 

   

 

 

 
 

 
 

 

1/8"=1’-0"

DEMOLITION FLOOR PLAN

D
E

M
O

L
IT

IO
N

 F
L

O
O

R
 P

L
A

N

LEGEND

TO BE DEMOLISHED

1

DEMOLITION NOTES

2

3

4

5

6

7

1

TYP

1

TYP

2

1
0

’-
6

"

4

6

7

4
’-

3
"

8

8

9

10

TYP

11

11

TYP

12

10

3

9

13

14

15

GENERAL NOTES

A.  SEE A101 FOR RENOVATIONS.

14

13

12

16

17

17

15 16

15 16

16

16

8

18

19

19

19

18

19

N

20

21

22

23

236

12

2

SIM

22

6

22

21

20

B.  WHERE VINYL TILE OCCURES ON ACCESS

      PANELS, CONTRACTOR HAS OPTION TO

      REMOVE OR LEAVE IN PLACE.  CONTRACTOR

      TO ENSURE NEW FINISH WILL BE SECURLEY

       ATTACHED.

5

5

5

5

5

5

5 5

REMOVE EXIST LOUVERS AND METAL BRACKETS THEN INFILL OPENINGS  

WITH CHOCOLATE CMU.

REMOVE EXIST PAIR OF DOORS AND FRAME.

DEMOLISH EXIST ACCESS FLOORING AS REQUIRED FOR INSTALLATION

OF NEW HVAC EQUIPMENT.

REMOVE PAIR OF 3’-0" DOORS. DOOR FRAME TO REMAIN IN PLACE.
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KEY NOTES - CONTINUED

24

25

26

27

28

29

30

31

27
29

25

25

RELOCATED STAIRS AND RAIL.  SECURELY ATTACH TO FLOOR.

NEW ACCESS FLOORING RAMP TO ELEVATED OFFICES. MAX SLOPE 1:12

CENTRAL VACUUM SYSTEM.  CAW/ MECHANICAL.

LINE OF NEW ROOF CANOPY ABOVE, RE: A301 & A302

AIR COMPRESSOR, CAW/ MECHANICAL.

FILL HOLES IN FRAME WITH BONDO & SAND SMOOTH FINISH READY FOR

NEW FINISH.  RE: FINISH SCHEDULE

INSTALL SINK AND FAUCET REMOVED FROM ROOM 179, TO NEW WORKING

ORDER.  RE: AD101.  CAW/ MECHANICAL

INFILL EXTERIOR CMU WALL W/ MATCHING SPLIT FACE CHOCOLATE COLOR

CMU WALL CONSTRUCTION. RE: 2/A801

RECESSED WALK-OFF MAT. RE: FINISH SCHEDULE & 9/A801

EXISTING STAIR AND RAIL TO REMAIN.

THRESHOLD

OWNER FURNISHED OWNER INSTALLED BIG SCREEN MONITOR ON SWING

ARM MTD ON WALL.  CONTRACTOR TO PROVIDE BLOCKING AS REQUIRED

TO SUPPORT A LOAD OF 200 LBS.

CORNER GUARDS, 8’-0" TALL.  SEE FINISH SCHEDULE.

FRAME PARTITION WALL FROM TOP OF ACCESS FLOORING EXTENDED TO

BOTTOM OF DECK ABOVE.

FRAME PARTITION WALL FROM TOP OF SLAB BELOW TO BOTTOM OF

ACCESS FLOORING.  COORDINATE SMOKE DAMPERS REQUIREMENTS

WITH MECHANICAL.

PROVIDE NEW SEALS ON EXISTING DOORS.

INFILL OPENING WITH CONSTRUCTION MATCHING THE ADJACENT WALL

CONSTRUCTION.  RE: 2/A801

TRANSITION IN FLOOR FINISH.  RE: FINISH SCHEDULE

COLUMN WITH BUILT-UP CMU AND CONCRETE BASE. RE: A301

NEW 5" THICK (4000psi) CONCRETE FLOOR SLAB W/ #4 BARS EACH

DIRECTION AT 12" O.C.  BARS TO HAVE 2" CLEAR FROM TOP OF SLAB.

RE: 5/A801, 1/A802, AND GENERAL NOTE E.

EXISTING CMU WALL TO BE FURRED OUT W/ 3/4" HAT CHANNEL.  INSTALL

5/8" TYPE ’X’ GYPSUM BOARD AND PREPARE FOR FINAL FINISH.

RE:  FINISH SCHEDULE

NEW PORTION OF WALL TO ALIGN FLUSH WITH EXISTING LINE OF WALL.

EXISTING FIRE EXTINGUISHER CABINET TO REMAIN AND TO BE

PROTECTED. COORDINATE WITH C.O. FOR REQUIRED SERVICE OR

REPLACEMENT OF EXISTING FIRE EXTINGUISHERS. 

EXISTING ELECTRICAL PANELS.  CAW/ ELECTRICAL

NEW SEMI-RECESSED FIRE EXTINGUISHER

CABINET WITH 10LB 4-A:ABC FIRE EXTINGUISHER.

NEW CONCRETE APRON. RE: 1/A302  STARTING

ELEVATION TO MATCH INTERIOR FINISHED FLOOR.

INSTALL NEW CYPHER LOCKS COMPATIBLE WITH

EXISTING DOORS.  KABA LP1000 SERIES OR

APPROVED EQUAL.

INSTALL PANIC DEVICE WITH BATTERY ALARM KIT

AND CYLINDER ON EXISTING DOOR.

LOCATE SIGN TYPE 1C/A601 ON WALL.

LOCATE EMERGENCY EXIT ONLY, ALARM WILL

SOUND SIGN.

LOCATE EXIT ONLY NO ENTRY SIGN.

SEE A103 FOR FLOOR FINISH PLAN AND WALL TYPES

REPAIR EXISTING ACCESS PANEL AS REQUIRED BY THE WORK.  EXISTING

PANELS BEING REUSED FOR HVAC VENTING SHALL HAVE WOOD EDGE

PAINTED WITH INTUMESCENT PAINT.  IF THE OWNER DOES NOT HAVE

REPLACEMENT PANELS TO CHANGE OUT ADDITIONAL PANELS THAT HAVE

OPENINGS THAT ARE NOT REQUIRED, CONTRACTOR SHALL REPAIR PER

DETAIL 8/A801

FIELD VERIFY CONDITIONS.  IF A CONFLICT OCCURS BETWEEN THE ACTUAL

CONDITIONS AND THE DRAWINGS NOTIFY THE C.O.

REFER TO SHEET AI101 FOR FURNITURE LAYOUT.

AT WALK OFF MATT RECESS SLAB 1 1/2".  SLAB TO BE STEPPED TO MAINTAIN

5" THICKNESS.

THE DESIGN AT THE NEW ENTRANCES BASED ON THERE BEING POSITIVE

DRAINAGE AWAY FROM THE BUILDING.  IF ACTUAL CONDITIONS DIFFER

CONTACT THE C.O.
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